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Special Economic Zone Authority * **

Ref.: DA/2-4/2016/T01/16-1
Date: March 15, 2016
Circular No. (1)

Reference: TENDER 01/2016 — Automatic Street Lighting Control and Operation System at

Dugm in Sultanate of Oman

Tender Documents Collection date: 22" Feb 2016 Submission date: Tuta'sday,fOSlh April 2016
Site Visit: 08" March 2016

Subject: Reply to Queries

Reference to the bidder’s clarification on the above subject, kindly see the attached

reply to queries for your kind action and record.

NOTEs:
] All Bidders are to endorse this Circular and attach it as part of their tender submission.
. Last date for the further Queries/ Clarifications shall be Tuesday/22" March 2016.

. Submission (Closing) Date of tender: Tuesday/05*" April 2016 at 12h00, Muscat Time.

Kind regards

SEZAD, Tenders & Contracts

Tel Ogali P.0.Bon v pa
Fax gnsla
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9 What is the requirement for the monitoring Please follow tender.

stations? How many? What Only one monitoring station will be there.

Would be the size of monitoring screens in the Monitor screens should be of suitable size so as to see the overall street

monitoring stations? lighting layout plan in one screen. There should be one standby screen
10 How the monitoring station will operate? Would Monitoring station will not be manned. Monitoring station will be

you prefer a resource deputed from. The contractor | interfaced through mobile devices and authorized engineer will take

or it will be "On Cal1' basis? If it is 'On Call' basis necessary action to call contractor on call basis. Response time 24 hours
what is the response time expected from
Contractor? Please elaborate what level of services
are expected

Table 1
S.No. | Lamps Watt Number of Poles( 16m Remarks
to18m heights)

1 2x250 50 Same devices to
2 4x250 100 control HPSV lamps
3 1x400 150 with electronic
4 2x400 750 ballast up to
5 3x400 50 400Watt. Hence in
6 4x400 500 BOQ 250Watt is not

B B separately listed
7 2x600 330 Electromagnetic

- ballast
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BILL OF QUANTITIES

Item
No.

Description

Unit

Estimated
Quantity

Unit Rate/Unit (R.0.)

In words In figures

Amount
(R.0.)

Line Communication 1,024 protocol. Protection
degree IP65 box, IP20 clamps.

2.1.2

Syra devices/ equivalent devices at lighting columns with
three luminaire Diagnosis, ON/OFF command and
dimming, to control up to 400W lamps equipped with
electronic ballast, installed in the armature. Power Line
Communication 1,024 protocol. Protection degree IP65
box, IP20 clamps.

Nos

2.13

Syra devices/ equivalent devices at lighting columns with
two luminaire Diagnosis, ON/OFF command and dimming,
to control up to 400W lamps equipped with Electronic
ballast, installed in the armature. Power Line
Communication 1,024 protocol. Protection degree IPE5
box, IP20 clamps.

Nos

2.1.4

Syra devices/ equivalent devices at lighting columns with
one luminaire Diagnosis, ON/OFF command and dimming,
to control up to 400W lamps equipped with Electronic
ballast), installed in the armature. Power Line
Communication 1,024 protocol. Protection degree IP65
box, (P20 clamps.

Nos

50

800

150

2.15

Syra devices/ equivalent devices at lighting columns with
two luminaire Diagnosis, ON/OFF command and dimming,
to control up to 600W lamps equipped with
Electromagnetic ballast, installed in the armature. Power
Line Communication 1,024 protocol. Protection degree
IP&5 box, IP20 clamps.

Nos




